
HVAC EQUIPMENT 

TAG NAME & 

NUMBER

LOCATION OF 

EQUIPMENT

MANUFACTURE 

NAME & YEAR
MODEL # SERIAL #

TYPE OF 

EQUIPMENT - 

RTU/SPLIT/HP/ GAS 

ELECTRIC

AREA / FLOOR 

SERVED
CONDITION OF UNIT OPERATIONAL Y/N

ECONOMIZER Y/N 

OPERATIONAL AND 

% OPEN

ELECTRIC HEAT 

AMPS FLA / AVG

COMPRESSOR 

AMPS
FILTER SIZE / QTY BLOWER AMPS

VFD Y/N AND 

OPERATING HZ / % 

AT TIME OF 

TESTING.

UNIT VOLTS/ PHASE DD OR BELT
SUPPLY FAN   BELT 

SIZE & QTY

RETURN FAN    BELT 

SIZE & QTY
NOTES: Updated Notes and follow up Repairs done:

RTU - 1    
MAIN UPPER 

ROOF
TRANE 6/1998 TCD151C30AAA N22101644D RTU RM'S 207 & 208 FAIR Y

YES - SET TO 0% 

OPEN

1 STAGE - 14.0A                       

2 STAGE - 14.1A

(2) 20x20x2                 

(4) 20x25x2
3.1A N 208/3 BELT (1) AX60 NA

Contactors pitted, idler bearing noise, motor bearings worn but serviceable. Blower and motor shelve worn condenser 

coils need cleaning (split), transformer primary tapping incorrect, corrected. Both crankcase heaters are bad.

RTU - 2   
MAIN UPPER 

ROOF
TRANE 6/1998 TCD151C30AAA N22100748D RTU RM'S 205 & 206 FAIR Y

YES - SET TO 0% 

OPEN

1 STAGE - 16.2A                       

2 STAGE - 19.24A

(2) 20x20x2                 

(4) 20x25x2
5.3A N 208/3 BELT (1) AX60 NA

Fan contactor pitted. Outdoor fan motor #1 needs replacement, loud bearngs drawing higher than normal amperage. Both 

crankcase heaters are bad. Condenser needs cleaning.

RTU - 3
MAIN UPPER 

ROOF
TRANE 6/1998 TCD151C30AAA N22100747D RTU RM'S 203 & 204 POOR Y

YES - SET TO 0% 

OPEN

1 STAGE - 13.6A                       

2 STAGE - 15.7A

(2) 20x20x2                 

(2) 20x25x2
4.5A N 208/3 BELT (1) AX60 NA

Filters plugged, belt extremely worn, idler bearings shot, motor bearings noisy. Fan and compressor contactors are shot, 

crankcase heaters are bad. Found one fan running backwards for condenser, both fans making contact with housing, will 

need new. Condenser needs cleaning split. Replaced blower belts and cleaned trap, unit froze up from slipping belt.

RTU - 4 
MAIN UPPER 

ROOF
TRANE 6/1998 TCD103C30AAA N221021639D RTU RM'S 201 &200 POOR Y

YES - SET TO 0% 

OPEN

1 STAGE - 12.8A                       

2 STAGE - 13.8A

(3) 16x20x2                 

(3) 20x20x2
4.1A N 208/3 BELT (1) AX60 NA

Crankcase heaters missing, needs contactors, blower pulleys and motor shiv shot, idler needs replacing, motor filters 

plugged. 

RTU - 1                       

(WEST SIDE)

AUDITORIUM 

LOWER ROOF
YORK

J15ZRN32C2TZZ1

0004
N1K3113088 RTU AUDITORIUM FAIR Y

YES - SET TO 0% 

OPEN

1 STAGE - 15.9A                       

2 STAGE - 16.18A

(4) 16x20x2                  

(4) 16x25x2
9.0A N 208/3 BELT (1) BX83 NA

Motor shiv worn belt very loose and worn. Condencser coils need cleaning. HX checked ok. Crankcase heaters good. All 

transformers on incorrect primary tapping, swapped all leads. 

RTU - 2                       

(EAST SIDE)

AUDITORIUM 

LOWER ROOF
YORK

J20ZRN32QTZZ10

015B
N1K3113091 RTU AUDITORIUM POOR Y

YES - SET TO 0% 

OPEN

1 STAGE - 16.8A                       

2 STAGE - 21.2A

(4) 16x20x2                  

(4) 16x25x2
16.1A N 208/3 BELT (1) BX75 NA

1st stage not cooling, pulling low amps, charge needs to be checked, has hot gas. All transformers wrong tapping, 

corrected, condensers need cleaning badly. Checked contactors, and hx. Comp2 crankcase heater ng, suction line 

covered in oil. Heat rise is very poor both stages running, recommend checking gas pressures. Was unable to open 

electrical panel fully, cut regulator vent and moved piping out of the way (3/4pvc)

TRANE DX 

CHILLER 
MIDDLE ROOF  TRANE 2014

RAUJC50EPC03A0

000C20
C14B00703 DX CHILLER

CHILLER FOR 

AHU'S
GOOD Y

YES - SET TO 0% 

OPEN

1 STAGE - 32.3A                       

2 STAGE - 33.15A
NA NA N 208/3 NA NA NA

Low load condition. Control compressor tripping breaker, spent 1 hour diagnosing and found smaller compressor motor 

wired incorrectly.

AC - 1                          

(MULTIPLE DUCT 

ZONES)

MIDDLE ROOF IN 

DOG HOUSE
CARRIER 1975 39EB15 753092159

CW/HW 4 PIPE 

AHU

MAIN CENTER 

CORE OFFICE'S
POOR Y NO SEIZED OPEN NA CW (15) 16x25x2 12.5A N 208 BELT 2 - B54 NA

Hot deck cold deck system. Chilled water coil is disgusting. Outdoor air damper is seized approx 75% pen. Conference 

room (1) actuator linkage disconnected, one unknown zone disconnected labeled 5 damper is open. Cold deck discharge 

air temp pneumatic thermometer inaccurate. 

AC - 2                          

MULTIMEDIA RM

LOWER 

MECHANICAL 

ROOM

CARRIER 1975 C41220MB2071 7531
CW/HW 4 PIPE 

AHU

MEDIA CENTER         

AHU
POOR Y

NO 

DISCONNECTED
NA CW (15) 16x25x2 15.6 N 208/3 BELT (2) B55 NA

Access to motor is extremely poor, heating coil is filthy remote grease lines are disconnected. Outdoor air disconnected 

pneumatic damper. Found air compressor for pneumatics tripped, reset. Small compressor reset breaker air leaks on 

larger.

RM 111 DX 

VENTILATOR
RM 111

McQuay AAF, 

8/2002

UAZV5040BG66ZB

7AL22GBB1

AUBA279170/ part 

E740234010
DX VENTILATOR RM 111 FAIR Y N 11.0 AVG (1) 10x60x1 0.7A N 200/3 DD NA NA

Contactor pitted, blower wheels dirty. Control door hinge broken

RM 112 DX 

VENTILATOR
RM 112

McQuay AAF, 

8/2002

UAZV5040BG66ZB

7AL22GBB1

AUBA279175/ part 

E740234010
DX VENTILATOR RM 112 FAIR Y N 10.0 AVG (1) 10x60x1 0.8A N 200/3 DD NA NA

Contactor pitted

RM 113 DX 

VENTILATOR
RM 113

McQuay AAF, 

8/2002

UAZV5040BG66ZB

7AL22GBB1

AUBA279174/ part 

E740234010
DX VENTILATOR RM113 FAIR Y N 10.4 AVG (1) 10x60x1 0.8A N 200/3 DD NA NA

Contactor pitted blower motor vibration. Checked condensate pump and outdoor air damper operation. 

RM 114 DX 

VENTILATOR
RM 114

McQuay AAF, 

8/2002

UAZV5040BG66ZB

7AL22GBB1

AUBA270173/ part 

E740234010
DX VENTILATOR RM114 FAIR Y

YES - SET TO 0% 

OPEN
10.2 AVG (1) 10x60x1 0.7A N 200/3 DD NA NA

Blower motor is not aligned, unit vibrates. Contactor pitted. Supply air screens are plugges and filthy

RM 115 DX 

VENTILATOR
RM 115

McQuay AAF, 

8/2002

UAZV5040BG66ZB

7AL22GBB1

AUBA270177/ part 

E740234010
DX VENTILATOR RM115 FAIR Y

YES - SET TO 0% 

OPEN
10.1 AVG (1) 10x60x1 0.8A N 200/3 DD NA NA

Unit is standalone. Banner above unit is recirculating air causing unit to short cycle. Contactor pitted. Room sensor was 

facing wrong direction on unit, freeze stat has been disconnected and bybassed.

RM 116 DX 

VENTILATOR
RM 116

McQuay AAF, 

8/2002

UAZV5040BG66ZB

7AL22GBB1

AUBA270176/ part 

E740234010
DX VENTILATOR RM116 FAIR Y N 10.2 AVG (1) 10x60x1 0.9A N 200/3 DD NA NA

Contactor pitted.

RM 117 DX 

VENTILATOR
RM 117 McQuay 8/2002

UAZV5040BG66ZB

7AL22GBB1

AUBA270172/ part 

E740234010
DX VENTILATOR RM117 FAIR Y

YES - SET TO 0% 

OPEN
8.9 AVG (1) 10x60x1 0.7A N 200/3 DD NA NA

Contactor pitted. Outdoor damper operational

RM 118 DX 

VENTILATOR
RM 118

McQuay AAF, 

8/2002

UAZV5040BG66ZB

7AL22GBB1

AUBA279171/ part 

E740234010
DX VENTILATOR RM 118 FAIR Y

YES - SET TO 0% 

OPEN
11.8 AVG (1) 10x60x1 0.7A N 208/3 DD NA NA

Controller keypad is locked, cannot get into unlocked mode cooling was running at time of test. Condensate pump is 

working. Contactor is pitted, comp drawing high amperage cannot see condenser coil but assuming dirty.
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EXHAUST FANS TAG 

NAME & NUMBER

LOCATION OF 

EQUIPMENT

MANUFACTURE 

NAME & YEAR
MODEL # SERIAL #

TYPE OF 

EQUIPMENT - 

RTU/SPLIT/HP/GAS 

ELECTRIC

AREA / FLOOR 

SERVED
CONDITION OF UNIT OPERATIONAL Y/N

BELT ALIGNMENT        

Y / N

SHEAVE CONDITION 

POOR /FAIR
MOTOR HP MOTOR RPMS

MOTOR AMPS FLA & 

AVG

FRESH AIR 

SCREENS Y / N & 

SIZES

UNIT VOLT / PHASE DD OR BELT
BELT SIZE & QTY & 

CONDITION

CURB DIMENSIONS 

FAN CAP & CURB
NOTES: Updated Notes and follow up Repairs done:

EF - 1
MAIN UPPER              

ROOF
GREENHECK G095VG6X 13870977 1410 N NA 1750 2.45 FLA 120V 1PH DD NA

23-1/4X23-1/4 

CURB  19X19 FAN             

24X24 CURB ADP

EF -  2
MAIN UPPER              

ROOF
GREENHECK G103VG4X 1389097G 1410 N NA 1725 3.5 FLA 120V 1PH DD NA

27-1/2X27-1/2 

CURB           19X19 

FAN             24X24 

CURB ADP

EF - 3
MAIN UPPER              

ROOF
GREENHECK G133VG4X 13890979 1410 N NA 1725 3.45 FLA 120V 1PH DD NA

27-1/4X27-1/4 

CURB                      

19X19 FAN               

28X28 CURB ADP

EF - 4
MAIN UPPER              

ROOF
GREENHECK G143VG6X 1389098 1410 N NA 1725 6.2 FLA 120V 1PH DD NA

27-1/2X27-1/2 

CURB            

22X22 FAN            

28X28 CURB ADP

EF - 5
MAIN UPPER              

ROOF
GREENHECK G070VG6X 13890982 1410 N NA 1750 2.45 FLA 120V 1PH DD NA

17X17 CURB                        

17X17 FAN                    

18-1/2 X 18-1/2 

CURB ADP

EF - 6
MAIN UPPER              

ROOF
GREENHECK G060VG6X 13890983. 1410 N NA 1750 2.40 FLA 120V 1PH DD NA

17-1/2X17-1/2 

CURB             

17X17 FAN                     

18-1/2X18-1/2 

CURB ADP

EF - 7
MAIN UPPER              

ROOF
GREENHECK G060VG6X 13890984 1410 N NA 1750 120V 1PH DD NA

17X17 CURB                        

17X17 FAN                    

18-1/2 X 18-1/2 

CURB ADP

EF - 8
MAIN UPPER              

ROOF
GREENHECK G096VG6X 13890985 1410 N NA 1750 120V 1PH DD NA

23-3/4X23-3/4 

CURB                     

17X17 FAN                      

24X24 CURB ADP

EF - 9
MAIN UPPER              

ROOF
GREENHECK G095VG6X 13890906 1410 N NA 1750 120V 1PH DD NA

23-3/4X23-3/4 

CURB                     

17X17 FAN                      

24X24 CURB ADP

EF - 10 MIDDLE ROOF GREENHECK G095VG6X 13890987 1410 N NA 0.17 1750 120V 1PH DD NA

23-3/4X23-3/4 

CURB                     

17X17 FAN                      

24X24 CURB ADP

EF - 11 MIDDLE ROOF GREENHECK G095VG6X 13890988 1410 N NA 0.17 1750 120V 1PH DD NA

23-3/4X23-3/4 

CURB                     

17X17 FAN                      

24X24 CURB ADP

EF - 12 MIDDLE ROOF GREENHECK G95VG6X 1389089 1410 N NA 0.17 1750 120V 1PH DD NA

22-1/2X22-1/2 

CURB                                

17X17 FAN                          

24-1/2X24-1/2 

CURB ADP

Bad breaker, has power - no amperage loses power upon startup

EF - 13 MIDDLE ROOF GREENHECK G095VG6X 13890990 1410 N NA 0.17 120V 1PH DD NA

23X23 CURB                                

17X17 FAN                          

24-1/2X24-1/2 

CURB ADP

EF - 14
REAR ROOF & 

GYM
GREENHECK G162VG20X 13890991 1410 N NA  3/4 1725 120V 1PH DD NA

32-1/4X32-1/4 

CURB              

22X22 FAN                

32-1/2X32-1/2 

CURB APD

EF - 15
REAR ROOF & 

GYM
GREENHECK G163VG20X 13890992 1410 N NA 120V 1PH DD NA

32-1/4X32-1/4 

CURB              

22X22 FAN                

32-1/2X32-1/2 

CURB APD

EF - 16
REAR ROOF & 

GYM
GREENHECK GB1807X 13890993 1410 N  3/4 1725 120V 1PH BELT (1) A24

29-1/2X29-1/2 

CURB                     

30X30 FAN

EF - 17
REAR ROOF & 

GYM
GREENHECK G090VG6X 13890995 1410 N NA 0.17 120V 1PH DD NA

21-1/2X21-1/2 

CURB         17X17 

FAN                21-

3/4X21-3/4 CURB 

ADP

EF - 18
REAR ROOF & 

GYM
GREENHECK GB1807X 13890994 1410 N  3/4 120V 1PH BELT (1) A24

27X27CURB                         

30X30 FAN

EF - 19
REAR ROOF & 

GYM
GREENHECK G090VG6X 13890996 1410 N NA 0.17 1750 120V 1PH DD NA

19-1/2X19-1/2 

CURB                       

17X17 FAN                      

21-1/2X21-1/2 

CURB ADP

EF - 20
REAR ROOF & 

GYM
GREENHECK GB1605X 13890997 1410 N 208V 2.2FIA 208V BELT (1) 4L290R

EF - 21 GYM GB26015X 13890998 1410 N 1.5 1760 236V 4.18FIA 236V BELT (1) AX40

39-3/4X39-3/4 

CURB                     

40X40 FAN

COOK FAN

Auditorium, located 

on stage rear left 

corner

GREENHECK 135ACE35C15D
008SE79957-

00/0317301
N NA 0.5 1550 115V 5.5 FIA 120V 1PH DD NA

20X20 CURB                         

20X20 FAN

Has faulty speed control 

BOILER ROOM SPEEDAIRE 3JR83 113615
AIR 

COMPRESSOR
1 115V 1PH 120V 1PH

BOILER ROOM SPEEDAIRE 5Z699B 1693197-38
AIR 

COMPRESSOR

FEEDS 

AIRHANDLERS 

AND FRONT

1.5 208 30 208V 

Needs P switch, starter and disconnect

BOILER ROOM SPX HPR15 H015A1151412092 AIR DRIER

BOILER ROOM SPX HPR15 H015A1151305016 AIR DRIER

BOILER ROOM 15VLT522035
6DT574 016587 

VLH

CONDENSATE 

SKIDS

BOILER ROOM 2.95CMHD2.0335
087616 SA0416587 

CMHD

CONDENSATE 

SKIDS


